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NOTES:

1. THE CONTRACTOR SHALL VERIFY THE SITE CONDITION FOR ALL EXISTING SERVICES AND CHECK ALL TAPPING POINT.
2. COORDINATE WiTH ARCHITECT THE FINAL LOCATICON OF ALL THERMOSTAT
3, PROVIDE ACCESS MANHOLE/PANEL TO ALL FIXED CEILING WITH EQUIPMENT FOR MAINTENANCE PURPOSES.
4. SUBMIT SHOP DRAWINGS FOR FINAL REVIEW OF THE CONSULTANT

5. COORDINATE ALL PIPE PENETRATION FOR THE APPROVAL OF STRUCTURAL ENGINEER
6. WRAPPED WITH POLYETHYLENE TAPE ALL REFRIGERANT PIPING ABOVE CEILING AND CLADDING FOR EXPOSED PIPING
7. ALLTYPE OF TESTING SHALL BE WITNESSED BY BLDG ADMIN. REPRESENTATIVE FOR REVIEW AND APPROVAL

8, PROVIDE SUFFICIENT HANGERS AND SUPPORTS FOR ALL INSTALLATION ( DO NOT USE G.I. WIRES)
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